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Definition of basic type 

reference 

 

- - - Rated wattage 

- Type reference               - 
Separately marked 

ETF5 2023 CTL 
Plenary 
Meeting 

Question 

Definition of basic type reference. Can one type reference cover different voltages and 

wattages (provided these were separately marked) and different colours? 

 
 

Decision 

The  rated  wattage  shall  be  marked  separately  from  the  type. In addition the rated wattage 

shall be marked separately from the type reference. It has to be noted that the manufacturer 

must have some freedom with regards to the type reference of a luminaire. Amendment 

1:2017 to IEC 60598-1: 2014 has reconstructed the marking clause, but also here common 

sense is applicable In addition, the   marking shall not cause confusion (e.g. IP 68, 30 lm or 

200 V, used as type reference). 

 

Explanatory notes 

This decision updates the old decision sheet DSH0827(2019) to be in line with NEW  standard 
editions. 

 

  
 
 
 


